FIRE SPRINKLER HEAD LEGEND

SYMBOL | THREAD MODEL | SIN# STYLE ORIFICE | FINISH | TEMP. | K-FACTOR QUANTITY
EXISTNG | @ 172" i : i 172" : 212° i 98
S 172" TY-FRB | TY3131 | UPRIGHT 172" BRASS | 200° 5.6 36 .
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M REMOTE AREA #2
.20/1463 SQ. FT.

¥ 3%2 3% 1 99 'SQ. FT./SPRK.

| 20 x 100 = 20.0 GPM
! AREA OF OPERATION INCREASED 30%
| FOR SLOPED CEILINGS AND REDUCED

25% FOR QR SPRINKLERS PER
NFPA-13 11.2.3.2.3.

SEATTLE:
5005 3RD AVE SOUTH
SEATTLE, WA. 98124

NOTE . . . (206) 762 - 3311
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SCOPE OF WORK INCLUDES:

5

~_ PORTLAND:
FLOW SWITCH 16790 NE MASON STREET, SUITE 100

THE EXISTING SYSTEM LOCATED AT THE PENTHOUSE LEVEL IS CURRENTLY A DRY PIPE SYSTEM. /

REPLACE EXISTING PENTHOUSE SPRINKLERS McKINSTRY HAS BEEN CONTRACTED TO TO REMOVE THE EXISTING DRY PIPE VALVE AND COMPRESSOR 0S& Y W/TAMPER PORTLAND, OR 97230

WITH NEW QUICK RESPONSE (TYPICAL) AND REPLACE IT WITH A NEW WET PIPE VALVE. THE OWNER WILL SUPPLY A NEW HEATER WITHIN THE / (503) 331 - 0234
PENTHOUSE LEVEL AS PER THE REQUIREMENTS SET FORTH BY NFPA 13. SITE GLASS &

INSP. TEST VALVE LICENSE # MCKINCL942DW

LICENSE # 172811

2" DRAIN

NEW 4" SYSTEM FEEDX..L*U

REPLACE EXISTING 2" RISER
NIPPLES WITH NEW 2 %" RN'S

PROJECT:

SPRINKLER KEY KIRKLAND
S EXSTNG 212 UPRIGHT SPRINKLER "LOOR RISER DETAIL PARKPLACE

REPLACE EXISTING 4" DRY

VALVE W/ NEW 4 RISER. EL 8-0
MANIFOLD W/4" FLOW SWITCH AFF.
" & 2" DRAN

> 4 7 S REMOVE EXISTING 3" RISER &
< / 3@ —REPLACE WITH NEW 4", RECONNECT
ALL LOWER FLOORS AS REQUIRED.

SCALE: NTS
EXISTING 212° DRY SIDEWALL SPRINKLER TP, U.N.O. BUILDING "D"
EXISTING SPRINKLER PIPE CAP

EXISTING RISE
o EXISTING RISER NIPPLE
, — — — EXISTING SPRINKLER PIPING 6TH & CENTRAL
DRY 6 STAND”PIPE TO ROOF
W/TWO 2 1/2" HOSE VALVES *+ SEE SPRINKLER LEGEND FOR SPECIFIC SPRINKLER TYPES * KIRKLAND, WA

DRY 6" STANDPIPE TO ROOF
W W/TWO 2 1/2" HOSE VALVES

EL 8-10
AFF.

98033

ELEVATIONS:
FF: 135.0

BOD: VARIES T ® ®-——1 1/4" BALL VALVE REGISTRATION:
SLOPE: 8:12 2" DRAN —= 0 ——— 1 1/4" INSP.
\ l TEST PIPING

SITE GLASS 1" BALL VALVE

WASHINGTON STATE
CERTIFICATE OF COMPENTENCY
FIRE PROTECTION SPRINKLER SYSTEMS
J. Scott Spitzer, Sr.
5763-1094-C Level 3
McKinstry Company, L.L.C.
MCKINCL942DW

6 \Penthouse Level /4
FP-LP SCALE: 1/8"=1"-0" \v
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CALCULATION DESIGN
INFORMA TION
AREA AREAZ REVISIONS:
OCCUPANCY _ PENTHOUSE 1 1-13-16  PERMIT SET
HAZARD ORD.—HAZARD—GROUP~—2 2 1-22-16__ PERMIT SET REVISION
DENSITY .20—GPM/SQ.—FT.
AREA OF OPERATION 1,463—SQ.FT.
AREA PER HEAD 99/SQ.—FT.
HOSE WATER ALL OWANCE
- - INSDE __ O OUTSIDE _ 250
¥ ® ® ® ® * * 10 ® ® SYSTEM DEMAND
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| Q ‘_| SCOPE OF WORK INCLUDES: SHEET NUMBER:
o ) S . S o S " o |
4 LKINSTRY SHALL REVOUE EXISTING FRE PUNP UNIT ANO EXSTING 5 NCH RIS THAT FEE05 THE SONBINED I e SPRINKLER PLAN
LOCATED AT EACH LEVEL. THE EXISTING WATER SUPPLY IS CAPABLE OF SUPPLYING ALL FLOORS WITH ADEQUATE FIRE
PROTECTION, AS PER NFPA 13 AND THE CITY OF KIRKLAND FIRE DEPARTMENT. HYDRAULIC CALCULATIONS HAVE BEEN PROVIDED F P— L5 L P E N T
T T | [ T T T T T T B [ T T T T T T | [ T T T T T T T AS A MEAN OF PROVING THAT THE CITY WATER SUPPLY IS SUFFICIENT AND A RELIABLE SOURCE FOR THE )

AUTOMATIC FIRE SPRINKLER SYSTEM(s) FOR THIS BUILDING. THESE DRAWINGS (AS-BUILTS) HAVE BEEN PROVIDED TO INDICATE
THE SCOPE OF WORK REQUIRED FOR PERMIT AND INSTALLATION OF THE NEW RISER.
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